
SPS BMS Points List
Note:  Each System will have a local control panel with Bacnet Communications Provided by the Manufacturer

SYSTEM/Point Local Control PNL Digital Digital Analog Analog
Setpoint Adjust IN OUT IN OUT

SPS AHU Local Control Panel at Unit
System Run/Stop x x x
Power Available/Fail x
Motor Run/Fail x
Motor VFD Speed x x
Duct Detector x
Prefilter 1 Alarm x
Prefilter 2 Alarm x
Post Filter  Alarm x
Outside Air Face/Byass Damper x x
Steam Valve  Preheat x x
Cooling Coil valve x x
Outside  Inlet Air Temp x
Discharge Air Temp x x
Freeze Stat inlet x
Discharge Air Humidity x x
Discharge Air Static Pressure x x
Discharge Airflow x x
Humidifier ON/OFF x x
Humidifier Available/Fail
Alarm Time Display (sec) x

SPS Exhaust Local Control Panel At Unit
System Run/Stop x x x
Power Available/Fail x
Motor Run/Fail x
Motor VFD x x
Duct Detector x
Inlet Airflow x x
Alarm Time Display (sec) x

SPS Zone  Typ for (5) Local Control Panel at Unit
System Run/Stop x x x
System Available/Fail x
Inlet Damper Position x x
Discharge Airflow x x
Room Static Pressure x x
Room Static Pressure Alarm x x
Room temperature x x
Alarm Time Display (sec) x
Reheat valve (if required) x x


